Indy Safety, Inc.

Offices in Portland & Wilsonville

Elessar Connolly-Fairchild

Project Manager

Certified Mold Inspector

EPA, DEQ Asbestos Inspector, Management Planner
EPA/Oregon DPSST Certified HazMat Instructor
OSHA Outreach Trainer
elessar@indy-safety.com

503-481-2193

To: Mark Dodge, Pam Bonner

Clackamas Education Service District
From: Elessar Connolly-Fairchild, Project Manager, Indy Safety
Project: Lead in Drinking Water and Radon Testing Report

CESD/Main Building, Data Center, Marian Hall
13455 SE 97th Ave
Clackamas, OR 97015

Testing Dates: May 9, 2023, June 1,2023, June 23, 2023
Report Date: June 30, 2023

Main Building/Data Center

» Atotal of 35 drinking water samples and 5 retests were collected from the Main Building and
the Data Center of the Clackamas Education Service District. Columbia Laboratories completed
lead analysis and all main building samples tested below the action limits of 15 ppb for lead. See
spreadsheet attached in publishable format for ODE reporting.

o Two fixtures in the Date Center were above the action limit, retested (five retests) and
subsequently decommissioned, pending replacement.

« Atotal of 33 radon in air samples (including three duplicates and two blanks for quality control)
were taken on the First floor of the Main Building. All samples were analyzed by EMSL and all
tested below the action limit of 4 pCi/L. See spreadsheet attached in publishable format for
ODE reporting.

Marian Hall

« Atotal of 15 drinking water samples were collected. Columbia Laboratories completed lead
analysis and all samples tested below the action limits of 15 ppb for lead.

» Atotal of 16 radon in air samples (including one duplicate and one blank for quality control)3
were taken on the First floor of Marian Hall. All samples were analyzed by EMSL and all tested3
below the action limit of 4 pCi/L. See spreadsheet attached in publishable format for ODE
(reporting.

Reimbursement Docs

= All docs for ODE water testing reimbursement will be attached.

Environmental Testing, Safety Training and Consultation
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Sirius Safety

Columbia
LABORATORIES

AATentamus Company

Elessar Connolly-Fairchild
37811 SE Wildcat Mt Dr

Eagle Creek Oregon 97022
United States of America (USA)

Dear Elessar Connolly-Fairchild,

12423 NE Whitaker Way
Portland, OR 97230
503-254-1794

23022856

Cover Letter

Report Number: 23-007482/D001.R00

Report Date:
ORELAP#:

06/28/2023
OR100028

Purchase Order:

Project Name:

Project No:

Enclosed please find Columbia Laboratories analytical report for samples received as order number 23-007482 on

06/23/2023 at 12:22. Should you have any questions about this report or any other matter, please do not hesitate to

contact us. We are here to help you.

Thank you for allowing Columbia Laboratories to be of service to you, we appreciate your business.

Sincerely,

Derrick Tanner
General Manager
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Columbia
LABORATORIES

AATentamus Company

Sample: 19020002-001BF23A
Lab ID: 23-007482-0001

Method: EPA 200.8 in mg/l

Analyte Result Limit
Lead¥ 1.56 15.000
Sample: 19020002-002BF23A

Lab ID: 23-007482-0002

Method: EPA 200.8 in mg/l

Analyte Result Limit
Lead¥ 0.489 15.000
Sample: 19020002-003BF23A

Lab ID: 23-007482-0003

Method: EPA 200.8 in mg/l

Analyte Result Limit
Lead¥ 6.81 15.000
Sample: 19020002-004BF23A

Lab ID: 23-007482-0004

Method: EPA 200.8 in mg/l

Analyte Result Limit
Lead¥ 4.53 15.000
Sample: 19020002-005BF23A

Lab ID: 23-007482-0005

Method: EPA 200.8 in mg/l

Analyte Result Limit
Lead¥ 1.50 15.000

Order 23-007482-0006
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12423 NE Whitaker Way
Portland, OR 97230
503-254-1794

23022856

Sample Results
Collected: 6/21/23 08:00
Received: 6/23/23 12:22

Units
ugll

LoQ
0.2

Dil.
1.00

Batch
2308553

Sample Results
Collected: 6/21/23 08:02
Received: 6/23/23 12:22

Dil.
1.00

Units
ugll

LoQ
0.2

Batch
2308553

Sample Results
Collected: 6/21/23 08:10
Received: 6/23/23 12:22

Units
ugll

LoQ
0.2

Dil.
1.00

Batch
2308553

Sample Results
Collected: 6/21/23 08:15
Received: 6/23/23 12:22

Units
ugll

LoQ
0.2

Dil.
1.00

Batch
2308553

Sample Results
Collected: 6/21/23 08:16
Received: 6/23/23 12:22

Units
ugll

LoQ
0.2

Dil.
1.00

Batch
2308553
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Report Number: 23-007482/D001.R00
Report Date: 06/28/2023
ORELAP#: OR100028
Purchase Order:
Project Name:
Project No:

CESD-Marian Hall

Temp: 23 °C Matrix:

Evidence of Cooling: N Drinking Water

Start/Extract Analyzed Notes

06/26/23 13:51

Temp: 23 °C Matrix:

Evidence of Cooling: N Drinking Water

Start/Extract Analyzed Notes

06/26/23 13:53

Temp: 23 °C Matrix:

Evidence of Cooling: N Drinking Water

Start/Extract Analyzed Notes

06/26/23 13:54

Temp: 23 °C Matrix:

Evidence of Cooling: N Drinking Water

Start/Extract Analyzed Notes

06/26/23 13:56

Temp: 23 °C Matrix:

Evidence of Cooling: N Drinking Water

Start/Extract Analyzed Notes
06/26/23 13:57
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http://www.columbialaboratories.com

. 12423 NE Whitaker Way
Columbia Portland. OR 97230 Report Number: 23-007482/D001.R00
LABORATORIES 503-254-1794 Report Date: 06/28/2023

AATentamus Company H"H”“"H

il ORELAPH:  ORi0002:
Purchase Order:
Project Name: CESD-Marian Hall

23022864

Project No:
Sample Results
Sample: 19020002-006BF23A Collected: 6/21/23 08:22 Temp: 23 °C Matrix:
Lab ID: 23-007482-0006 Received: 6/23/23 12:22 Evidence of Cooling: N Drinking Water
Method: EPA 200.8 in mg/l
Analyte Result Limit Units LoQ Dil. Batch Start/Extract Analyzed Notes
Lead¥ 1.50 15.000 g/l 0.2 1.00 2308553 06/26/23 13:59
Sample Results
Sample: 19020002-007CF23A Collected: 6/21/23 08:20 Temp: 23 °C Matrix:
Lab ID: 23-007482-0007 Received: 6/23/23 12:22 Evidence of Cooling: N Drinking Water
Method: EPA 200.8 in mg/l
Analyte Result Limit Units LoQ Dil. Batch Start/Extract Analyzed Notes
Lead¥ 0.436 15.000 g/l 0.2 1.00 2308553 06/26/23 14:00
Sample Results
Sample: 19020002-008BF23A Collected: 6/21/23 08:22 Temp: 23 °C Matrix:
Lab ID: 23-007482-0008 Received: 6/23/23 12:22 Evidence of Cooling: N Drinking Water
Method: EPA 200.8 in mg/l
Analyte Result Limit Units LoQ Dil. Batch Start/Extract Analyzed Notes
Lead¥ < LOQ 15.000 g/l 0.2 1.00 2308553 06/26/23 14:02
Sample Results
Sample: 19020002-009BF23A Collected: 6/21/23 08:25 Temp: 23 °C Matrix:
Lab ID: 23-007482-0009 Received: 6/23/23 12:22 Evidence of Cooling: N Drinking Water
Method: EPA 200.8 in mg/l
Analyte Result Limit Units LoQ Dil. Batch Start/Extract Analyzed Notes
Lead¥ 1.47 15.000 g/l 0.2 1.00 2308553 06/26/23 14:03
Sample Results
Sample: 19020002-010SF23A Collected: 6/21/23 08:28 Temp: 23 °C Matrix:
Lab ID: 23-007482-0010 Received: 6/23/23 12:22 Evidence of Cooling: N Drinking Water
Method: EPA 200.8 in mg/l
Analyte Result Limit Units LoQ Dil. Batch Start/Extract Analyzed Notes
Lead¥ 0.720 15.000 g/l 0.2 1.00 2308553 06/26/23 14:05
Order 23-007482-0011 www.columbialaboratories.com Page 3 of 8
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Columbia
LABORATORIES

AATentamus Company

Sample: 19020002-011BF23A
Lab ID: 23-007482-0011

Method: EPA 200.8 in mg/l

Analyte Result Limit

Lead¥ 1.32 15.000

Sample: 19020002-012BF23A

Lab ID: 23-007482-0012

Method: EPA 200.8 in mg/l

Analyte Result Limit

Lead¥ 4.28 15.000

Sample: 19020002-013BF23A

Lab ID: 23-007482-0013

Method: EPA 200.8 in mg/l

Analyte Result Limit

Lead¥ 1.1 15.000

Sample: 19020002-014SF23A

Lab ID: 23-007482-0014

Method: EPA 200.8 in mg/l

Analyte Result Limit

Lead¥ 4.80 15.000

Sample: 19020002-015SF23A

Lab ID: 23-007482-0015

Method: EPA 200.8 in mg/l

Analyte Result Limit

Lead¥ <LOQ 15.000
Mg (")

pg/l = micrograms per liter

Order 23-007482-0015
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Sample Results
Collected: 6/21/23 08:30
Received: 6/23/23 12:22

Units LoQ Dil.
ug/l 0.2 1.00

Batch

Sample Results
Collected: 6/21/23 08:26
Received: 6/23/23 12:22

Units LOQ Dil.
ug/ 0.5 1.00

Batch

Sample Results
Collected: 6/21/23 08:37
Received: 6/23/23 12:22

Units LoQ Dil.
ug/l 0.2 1.00

Batch

Sample Results
Collected: 6/21/23 08:35
Received: 6/23/23 12:22

Units LoQ  Dil
ug/l 05 1.00

Batch
2308591

Sample Results
Collected: 6/21/23 09:20
Received: 6/23/23 12:22

"t &AL, (I & "L (",& 2

2308553

2308591

2308553

Report Number: 23-007482/D001.R00
Report Date: 06/28/2023
ORELAP#: OR100028
Purchase Order:
Project Name:
Project No:

CESD-Marian Hall

Matrix:
Drinking Water

Temp: 23 °C

Evidence of Cooling: N

Start/Extract Analyzed Notes

06/26/23 14:16

Temp: 23 °C
Evidence of Cooling: N

Matrix:
Drinking Water

Start/Extract Analyzed Notes

06/27/23 11:12

Temp: 23 °C

Evidence of Cooling: N

Matrix:
Drinking Water

Start/Extract Analyzed Notes

06/26/23 14:17

Temp: 23 °C

Evidence of Cooling' N

Matrix:
Drinking Water

Start/Extract Analyzed Notes

06/27/23 11:15

Temp: 23 °C

Evidence of Cooling’ N

Matrix:
Drinking Water

Units LoQ Dil. Batch Start/Extract Analyzed Notes
ug/l 0.5 1.00 2308591 06/27/23 11:17
www.columbialaboratories.com Page 4 of 8
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	Abbreviations

	LOQ Limit of quantification
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	Case Narrative
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